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PROPOSED SANITARY SEWER
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UTILITY NOTES FOR FIRE HYDRANTS

1. FIRE HYDRANTS MUST BE WITHIN 150" OF THE FIRE DEPARTMENT
CONNECTION,

2. THE FIRE DEPARTMENT CONNECTION MUST BE WITHIN 40’ OF FIRE
APPARATUS PLACEMENT.

3. LANDSCARPING AND PARKING CANNOT BLOCK OR IMPEDE THE FIRE
DEPARTMENT CONNECTIONS OR FIRE HYDRANTS. A 3’ CLEAR SPACE
SHALL BE MAINTAINED ARCUND THE CIRCUMFERENCE OF THE FIRE
HYDRANT CONNECTION AND THE FIRE HYDRANT.

4. FIRE HYDRANTS MUST BE LOCATED WITHIN 8’ OF THE CURB.

5. NEW HYDRANTS MUST BE AVAILABLE FOR USE PRICR TO
CONSTRUCTION OF THE BUILDINGS.

6. NEW HYDRANTS MUST BE BROUGHT INTO SERVICE PRIOR TO
COMBUSTIBLE MATERIALS BEING DELIVERED TO THE JOB SITE.

7. THE CONTRACTOR SHALL MAINTAIN AN ALL WEATHER ACCESS FOR
EMERGENCY VEHICLES AT ALL TIMES DURING CONSTRUCTION.

8. TEMPORARY STREET SIGNS SHALL BE INSTALLED AT EACH STREET
INTERSECTION WHEN CONSTRUCTION OF NEW ROADWAYS ALLOWS PASSAGE
BY VEHICLES.

9. UNDERGROUND FfIRE LINE AND PRIVATE WATER MAINS MUST BE
PERMITED AND INSPECTED BY THE WILMINGTON FIRE DEPARTMENT
FROM THE PUBLIC RIGHT—OF—WAY TO THE BUILDING., CONTACT THE
WILMINGTON FIRE DEPARTMENT DIVISION OF FIRE AND LIFE SAFETY AT
910—-343-0686 FOR ADDITIONAL INFORMATION.

10. A MINIMUM OF 5 SHALL SEFARATE UNDERGROUND FIRE LINES
OR PRIVATE WATER MAINS FROM OTHER UNDERGROUND UTILITIES.

11. HYDRANTS SHALL BE OF SUFFICIENT NUMBERS TO ACCOMODATE
BASE FIRE FLOW REQUIREMENTS OF THE STRUCTURE.

12, BUILDING CONSTRUCTION TYPE: V-A
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SITE WORK NOTES: >
, EROSION CONTROL NOTES AND MAINTENANCE PLAN o
S W/ ES. FABRIC RS e 1. THE CONTRACTOR SHALL VISIT THE SITE TO BECOME FAMILIAR WITH FIELD
fesesesess 1.  ALL EROSION AND SEDIMENT CONTROL MEASURES WILL BE CHECKED CONSTRUCTION CONDITIONS.
lsssesssatatadats FOR STABILTY AND OPERATION FOLLOWING EVERY RUNOFF~—PRODUCING
[ ot STEEL POST e : RAINFALL, BUT IN NO CASE, LESS THAN ONCE EVERY WEEK AND WITHIN 2. CONTRACTOR SHALL COORDINATE WORK WITHIN NCDOT AND LOCAL
] " z A 5 ieise A 24 HOURS OF EVERY HALF—INCH RAINFALL. RIGHT OF WAYS WITH PROPER AUTHORITIES AND SHALL MEET ANY
A \ s WIRE MESH FOR STANDARD FABRIC 8 lefes REQUIREMENTS AS TO TRAFFIC CONTROL AND CONNECTION TO EXISTING
z \ . O - ises 2. ALL POINTS OF EGRESS WILL HAVE CONSTRUCTION ENTRANCES THAT STREETS. —
‘ MIN. 14 GA. 6x6 MESH O §§ ~——— STANDARD OR EXTRA STRENGTH ' foias f WILL BE PERIODICALLY TOP—DRESSED WITH AN ADDITIONAL 2 INCHES OF & N
> FOR STANDARD FABRIC 1 & FILTER FABRIC 3 jeset #4 STONE TO MAINTAIN PROPER DEPTH. THEY WILL BE MAINTAINED IN A 3. CLEARING AND GRUBBING: REMOVE ALL TREES AS REQUIRED UNLESS = =
/ i o gm 58 : CONDITION TO PREVENT MUD OR SEDIMENT FROM LEAVING THE SITE. OTHERWISE NOTED TO REMAIN, STUMPS, ROOTS, SHRUBBERY, ASPHALT, Q. =
/ 3 2 -~ NCDOT #5 OR §57 IMMEDIATELY REMOVE OBJECTIONABLE MATERIAL SPILLED WASHED OR CONCRETE, STRUCTURES, BURIED UTILITIES, STORAGE TANKS, ETC. WITHIN o 0
/ = ; e TRACKED ONTO THE CONSTRUCTION ENTRANCE OR ROADWAYS LIMITS OF CONSTRUCTION ' Slal=s
= ; w i B! DIRECTION OF WATER FLOW jeisses WASHED STONE ' : - alzl2
7"‘ TS w 5 . 3. SEDIMENT WILL BE REMOVED FROM HARDWARE CLOTH AND GRAVEL 4, STRIPPING: BEFORE EXCAVATING OR FILLING, REMOVE ALL TOPSOIL, a|e
142}
\T_ 3sssssiatisanastes INLET PROTECTION, BLOCK AND GRAVEL INLET PROTECTION, ROCK WOOD, LEAVES, AND ANY OTHER UNSUITABLE MATERIAL. 13
. = ANCHOR FABRIC SKIRT tesssessasatesisets DOUGHNUT INLET PROTECTION AND ROCK PIPE INLET PROTECTION WHEN @ |
© 3 MIN. 8" DEEP & 4" WIDE. Sasisdaiazad THE DESIGNED STORAGE CAPACITY HAS BEEN HALF FILLED WITH 5. MUCKING: REMOVE ANY SOFT, ORGANIC SILT MATERIALS AND EXISTING X5
- Z SEDIMENT, ROCK WILL BE CLEANED OR REPLACED WHEN THE SEDIMENT BURIED CONSTRUCTION DEBRIS AS REQUIRED AND FILL TO SUBGRADE o
= POOL NO LONGER DRAINS AS DESIGNED. DEBRIS WILL BE REMOVED ELEVATIONS WITH A CLEAN SELECT—FILL COMPACTED AS SPECIFIED. o
=
19-GUAGE. HARDWARE. CLOTH FROM THE ROCK AND HARDWARE CLOTH TO ALLOW PROPER DRAINAGE.
(174 HESH OPENINGS) SILT SACKS WILL BE EMPTIED ONCE A WEEK AND AFTER EVERY RAIN 6. DISPOSAL: CLEARED, GRUBBED, STRIPPED OR EXCAVATED SPOIL SHALL L )
COARSE AGGREGATE ~ S .y : - , EVENT, SEDIMENT WILL BE REMOVED FROM AROUND BEAVER DAMS, BE REMOVED FROM SITE AND DISPOSED OF IN ACCORDANCE WITH ALL b 5
< 4’ MAX, NCDOT #5 OR §57 DANDY SACKS AND SOCKS ONCE A WEEK AND AFTER EVERY RAIN EVENT. APPLICABLE LOCAL AND STATE CODES. a ~
. WASHED STONE :
NOTES: : 4. DVERSION DITCHES WILL BE CLEANED OUT IMMEDIATELY TO REMOVE 7. BORROW MATERIAL: THE CONTRACTOR SHALL FURNISH BORROW Ol ¢
" SEDIMENT OR OBSTRUCTIONS FROM THE FLOW AREA. THE DIVERSION MATERIAL REQUIRED FROM OFF SITE AND OBTAIN ALL REQUIRED PERMITS -
. %Nﬁﬁﬁc%gg@cs%%g%&”ﬁDﬁo PAGDTH WITH RIDGES WILL ALSO BE REPAIRED. SWALES MUST BE TEMPORARILY ASSOCIATED WITH BORROW OPERATIONS. Q —
TEMPORARY GRAVELLED AND 50 LB/IN FOR EXTRA STRENGTH * STABILIZED WITHIN 21 CALENDAR DAYS OF CEASE OF ANY PHASE OF = <
. : = ACTIVITY ASSOCIATED WITH A SWALE. 8. FILL AND COMPACTION: AFTER STRIPPING THOSE AREAS DESIGNATED > = o 0o
: TO RECEIVE FILL SHOULD BE PROOFROLLED. THE TOP 8" OF SUBGRADE S
CONSTRUCTION ENTRANGCE G e N OaT G PO INTS RO, 5.  SEDIMENT WILL BE REMOVED FROM BEHIND THE SEDIMENT FENCE SHALL BE COMPACTED TO AT LEAST 98% OF MAXIMUM DENSITY AT Iy W <
NTS , g & 0 WHEN IT BECOMES HALF FILLED. THE SEDIMENT FENCE WILL BE OPTIMUM MOISTURE CONTENT. ANY AREA WHICH PUMPS OR RUTS 0
3. STEEL POST SHALL BE MIN 4' IN HEIGHT AND BE OF THE Bl - REPAIRED AS NECESSARY TO MAINTAIN A BARRIER. STAKES MUST BE EXCESSIVELY SHOULD BE UNDERCUT AND REPLACED WITH A CLEAN, SILTY N = W Al
SELF—FASTENER STEEL ANGLE TYPE. E = STEEL. STAKE SPACING WILL BE 6 FEET MAX. WITH THE USE OF EXTRA OR CLAYEY SAND HAVING A UNIFIED SOIL CLASSIFICATION OF SP, SM, OR i R R
‘o gég%NGTH FABRIC, WITHOUT WE%%N%%T%KI:;!&RE CSTﬁﬁE %?églhéicﬁllhg B%EB SC. FILL MATERIAL 5" OUTSIDE OF BUILDING AREAS SHALL THEN BE 0w o o O
- MAX, WHEN STANDARD ST A " .
- : SECTION A=A PLACED IN LAYERS NOT TO EXCEED 8" AND COMPACTED TO AT LEAST
USED. IF ROCK FILTERS ARE DESIGNED AT LOW POINTS IN THE Oz
TEMPORARY SILT FENCE HARDWARE CLOTH & GRAVEL INLET PROTECTION SEDIMENT FENCE. THE ROCK WiLL BE REPARED OR REPLACED IF IT 95% QF THE STANDARD PROCTOR MAXIMUM DRY DENSITY (ASTM D—698) z - o<
NTS NS BECOMES HALF—FULL OF SEDIMENT, NO LONGER DRAINS AS DESIGNED WiTH JHE_UPPER 12 INCHES OF SOBGRADE BEING COMPACTED 10 98% <= 0N Z
O 15 DAMAGED g OF THE STANDARD PROCTOR MAXIMUM DRY DENSITY. FILL MATERIALS = w35
CONSTRUCTION. SEQUENCE: . WITHIN BUILDING AREAS TO A LINE OUTSIDE THE BUILDING AREAS SHALL L T -
;- Dgﬁ}EF’Og!JLY GRAgg s? g%gwmbgf’gggﬁgg Qg}fgggﬁg:gg mg ;:g 6. LAND QUALITY REQUIRES: BE PLACED IN LAYERS NOT TO EXCEED 8" AND COMPACTED TO AT LEAST 7)) O b < E
BT POST TVENLY ARGUND THE PERWETER.OF THE NLET. A VASMON ALL SEEDED AREAS WILL BE FERTILIZED, RESEEDED AS NECESSARY, AND 98% OF THE STANDARD PROCTOR MAXIMUM DRY DENSITY (ASTM D-698) Li 2 L =
OF 4' APART. MULCHED, ACCORDING TO SPECIFICATIONS IN THE VEGETATIVE PLAN, TO WITH THE UPPER 12 INCHES OF SUBGRADE BEING COMPACTED IN 6 INCH - = - =
3. SURRQUND THE POST WITH WIRE MESH HARDWARE CLOTH, SECURE THE MAINTAIN A VIGOROUS, DENSE VEGETATIVE COVER. ALL SLOPES WILL BE LAYERS TO 100% OF THE STANDARD PROCTOR MAXIMUM DRY DENSITY. IN r w3
WIRE MESH TO THE STEEL POST AT THE TOP, MIDDLE AND BOTIOM. PLACING STABILIZED WITHIN 21 CALENDAR DAYS. ALL OTHER AREAS WILL BE STABJLUZED  AREAS WHERE NO STRUCTURAL FILL IS TO BE PLACED THE UPPER 12 o — {1} .
A 2' FLAP OF THE WIRE MESH UNDER THE GRAVEL FOR ANCHORING IS RECOMMENDED. WITHIN 15 WORKING DAYS. INCHES OF IN—PLACE SUBGRADE SHOULD BE COMPACTED TO AT LEAST o o =
T OF 16+ ARGUND. SIE WIS AN, Sdoomy 10 A EvEl g A WATER_QUALITY REQUIRES: 98% OF THE STANDARD PROCTOR MAXIMUM DRY DENSITY. IF THE Z W ==
: ‘ ALL SEEDED AREAS WILL BE FERTILIZED, RESEEDED AS NECESSARY AND MATERIAL IS TOO DRY TG COMPACT TO THE REQUIRED DENSITY EACH
SEOMINT, AND. AR P DG PO, TILZED, REMOVE ACCUMULATED . L CHED ACCORDING TO SPECIFICATIONS IN THE VEGETATIVE PLAN TO MAINTAN  LAYER SHALL BE WETTED IN ACCORDANCE WITH COMPACTION
6. COMPACT THE AREA PROPERLY AND STABILIZE {T WITH GROUNDCOVER, A VIGOROUS, DENSE VEGETATIVE COVER. ALL PERIMETER DIKES, SWALES, REQUIREMENTS. IF THE MATERIAL IS TOO WET TO SECURE PROPER =
DITCHES, PERIMETER SLOPES, ALL SLOPES STEEPER THAN 3’ HORIZONTAL TO COMPACTION, 1T SHALL BE HARROWED REPEATEDLY OR OTHERWISE =
MAINTENANCE: 1° VERTICAL (3:1) AND ALL HIGH QUALITY WATER (HQW) ZONES SHALL BE AERATED WITH SUITABLE EQUIPMENT UNTIL OPTIMUM MOISTURE CONTENT i
INSPECT INLETS AT LEAST WEEKLY AND AFTER EACH SIGNIFICANT (1/2 INCH OR GREATER) PROVIDED TEMPORARY OR PERMANENT STABILIZATION WITH GROUND COVER AS IS OBTAINED. FILL SHALL BE PLACED IN SUCH A MANNER THAT THE -
> RAINFALL, EVENT, CLEAR THE MESH WIRE OF ANY DEBRIS OR OTHER OBJECTS TO PROVIDE : ' SURFACE WILL DRAIN READILY AT ALL TIMES. SEE STRUCTURAL NOTES I o 5
8 ADEQUATE FLOW FOR SUBSEQUENT RAINS. TAKE CARE NOT TO DAMAGE OR UNDERCUT THE SOON AS PRACTICABLE BUT IN ANY EVENT WITHIN SEVEN (7) CALENDAR DAYS Sy ited) SUoronnr FOR ADDITIONAL  REQUIREMENTS il wap
@ . : WIRE MESH DURING SEDIMENT REMOVAL. REPLACE STONE AS NEEDED. FROM THE LAST LAND-DISTURBING ACTITY. ALL OTHER DISTURBED AREAS ENTS. al 2
36 ~ ® SHALL BE PROVIDED TEMPORARY OR PERMANENT STABILIZATION WITH GROUND 9. LAYOUT: THE CONTRACTOR SHALL PROVIDE ALL LAYOUT REQUIRED ol 23 Q
° 5 BEAVER DAM COVER AS SOON AS PRACTICABLE BUT IN ANY EVENT WITHIN FOURTEEN (14)  TO CONSTRUCT HIS WORK. Sl ZH -
: : o CALENDAR DAYS FROM THE LAST LAND-DISTURBING ACTIVITY. :
NE Installation and Maintenance Guidelines 10. THE_CONTRACTOR IS RESPONSIBLE FOR THE LOCATION AND PROTECTION g-i e f_% EEJ
x .
%ﬁ Installation: The emptly dBeaver i)gm@ should be placed over the OF EXISTING UTILITIES DURING CONSTRUCTION. : THITH I.l}_.l E _;E '
@ HEAVY DUTY TRAFFIC BEARING grate as the grate stands on end. If using optional oil 11, EXISTING BOUNDARY AND TOPOGRAPHIC INFORMATION FROM SURVEY QE b
= FRAME, GRATE AND HOOD, Cootomgrons gid) of the wrtts  Attacl ahaccbant pillo oo tother TEMPORARY/PERMANENT BY MICHAEL UNDERWOOD AND ASSOCIATES PA AND PROVIDED BY OWNER. TIEERNN
NCDOT ROADWAY STANGARO loop. Tuck the enclosure flap inside to completely enclose the GRASS SPECIFICATION 12. THE CONTRACTOR SHALL VERIFY DIMENSIONS AT JOBSITE WixEee 3
NO. 840.03 OR APPROVED grate. Holding the lifting devices {(do not rely on lifting devices * : Zis % SR
EQUAL. \OTE: IF PRE~CAST BOXES to support the entire weight of the grate), place the grate into 1. CHISEL COMPACTED AREAS AND SPREAD TOPSOIL 3 INCHES DEEP OVER 13. THE CONTRACTOR IS RESPONSIBLE FOR THE COORDINATION OF S8
ARE USED THE CONTRACTOR ita frame (street side first), then lower back edge with dam into ADVERSE SOIL CONDITIONS. RELOCATION OR DISCONNECTION OF ALL EXISTING UTILITIES WITH LITNZT
GRO place. The Beaver Dam® should be partially blocking the cur 2. RIP THE ENTIRE AREA TO A 6 INCH DEPTH Oanidce
IS RESPONSIBLE FOR CONFIRMING . . . APPLICABLE AGENCIES AND AUTHORITIES.
THAT THE PIPES CAN BE INSTALLED hood when installed properly. ' 3. KEMOVE ALL ROCKS, ROOTS AND OTHER OBSTRUCTIONS LEAVING SURFACES
D e N N ox e Ry o aocuriulated Jediment and debris from 4. APPLY AGRICULTURAL LIME AND FERTILIZER UNIFORMLY AND MIX WITH SOIL. z:%N9'5';;M”}‘g”,fggo?“s[’m%ﬁ%o@wm“s AND WORKMANSHIP SHALL
; PRIOR TO CONSTRUCTION. ::;i:f:nfn tha?(;xnt;; J;c%u;zllated :i:i:i‘;: tierznﬂtgzzﬁent ?}2;01 Existing Tree LIME: 45 LBS. PER 1000 S.F.
the Beaver Dam® as needed. If uging optlona]_ oil absorbents; PHOSPHOROUS; 20 LBS PER 1000 S.F. 15. WATER AND SEWER SLCRVICES SHALL BE INSTALLED TC MEET LOCAL
26" MIN. |=t |~ CONCRETE BRICK , remove and replace absorbent pillow when near saturation. FERTILIZER: 17 LBS. PER 1000 S.F. AND STATE PLUMBING CODES. METER AND TAPS SHALL MEET ALL LOCAL
OR PRECAST 5. CONTINUE TILLAGE UNTIL A WELL PULVERIZED, FIRM, UNIFORM SEED BED REQUIREMENTS.
IS PREPARED 4—6 INCHES DEEP.
® 6. SEED ON A FRESHLY PREPARED SEED BED AND COVER SEED LIGHTLY. 16. ALL AREAS SHALL BF CRADED FOR POSITIVE DRAINAGE.
BEAVER DAM 2 — 3 LBS PER 1000 S.F. (SEE MIXTURE BELOW)
7. MULCH IMMEDIATELY AFTER SEEDING AND ANCHOR MULCH. 17. SEE SOILS REPORT FOR ADDITIONAL REQUIREMENTS.
STANDARD FABRIC IS AN OVERFLOW GAP WOOD CHIPS AT 500 LBs. PER 1000 %, T 1000 SF
. i 18. CONTRACTOR SHALL NOTE THAT EARTHWORK QUANTITIES ARE HIS .
VARCTICY Driofine JUTE & MESH AS PER MANUFACTURER RESPONSIBILITY. PLANS DO NOT REPRESENT A BALANCED EARTHWORK @)
— 4" p 8. ASPHALT FOR ANCHORING MULCH SHALL BE TYPE SS—1 EMULSION AND CONDITION.
APPLIED AT A RATE OF 1000 GAL. PER ACRE FOR SLOPE STABILIZATION, 4
| 3 Minimum Stake AND 150 GAL. PER TON OF STRAW FOR ANCHORING STRAW. 19. REINF. CONC. PIPE SHALL BE CLASS Ill, UNLESS OTHERWISE NOTED ON -
N : 9. INSPECT ALL SEEDED AREAS AND MAKE NECESSARY REPAIRS OR RESEED THE PLAN VIEW, W/RUBBER GASKETED JOINT OR "RAM NECK"., INSTALL PER wd 33
© Height Above Grade WITHIN THE PLANTING SEASON, IF POSSIBLE. IF GRASS STAND SHOULD BE MANUFACTURER'S REQUIREMENTS. -~ o o
Protective Barri OVER 60% DAMAGED, REESTABLISH FOLLOWING ORIGINAL LIME, FERTILIZER od O L.l
{ ve warrier AND SEEDING RATES. Mm® e
. / N—CONC. FTG. - . —— 10. _CONSULT CONSERVATION INSPECTOR ON MAINTENANCE, TREATMENT, AND . . ; < 0 NN
#4 © 12" EACH WA o FERTILIZATION AFTER PERMANENT COVER IS ESTABLISHED. : Qo
8" #57 STON ¥ 11. SEED FOR TEMPORARY AND PERMANENT APPLICATIONS SHALL BE: = W =sz2°
¥ 20% CARPET GRASS 20.REFER TO THE PLUMBING DRAWINGS FOR LOCATION AND INVERTS OF [(y) w oz AN
MUST COMPLY WITH CITY OF WILMINGTON STANDARDS LOW PROFILE WITH METHOD OF TREE PROTECTION s 28% BERMUDA GRASS NEW WASTE AND WATER LINES. oo iR
USE WITH 18" CURB AND GUTTER GUTTER FOR SAFETY CURB AND 20% TURF FESCUE Z o Se
AND CURB APPEAL SUTER INLET 10% CREEPING RED FESCUE _ S =5 o
' _ , . : 20% ANNUAL RYE GRAIN S v 2
TYPICAL CATCH BASIN ogsiy conrons e e 10 comiuston o SSERMUOA SEED SHALL BE HULED roR WA wEATHES, CITY O WILMINGTON STANDARD NOTES Fl g zzst
1pine. . . 4 . .
NTS TO L SHAPES C R RV BITY OF SEED RHALL BE 1. CONTACT THE NORTH CAROLINA ONE CALL CENTER PRIOR TO DOING ANY DIGGING | & -
Dripline~The area of soil directly beneath the tree extending out ALL DISTURBED AREA SHALL BE SEEDED WITHIN 7—14 DAYS OF THE COMPLETION 2, PRIORVEEL Agll‘_:( &I“SE-;ARIN% ERRSD;?[? F?RO Cf:.:O?Eg)R?gnON ACTMITY, TREE PROTECTION w Q 3
to the tips of the outermost branches. OF GRADING. SEE EROSION CONTROL AND MAINTENANCE NOTES. FENGING ALLE] u ROTEC EES OR GROVES OF TREES AND NO LY
i CONSULT CONSERVATION ENGINEER OR SOIL CONSERVATION SERVICE FOR CONSTRUCTION WORKERS, TOOLS, MATERIALS, OR VEHICLES ARE PERMITTED WITHIN THE 0 § oN
ADDITIONAL INFORMATION CONCERNING OTHER ALTERNATIVES FOR VEGETATION TREE PROTECTION FENCING; 7)) £Q
OF DENUDED AREAS. THE ABOVE VEGETATION RATES ARE THOSE WHICH DO 3. ALL PAVEMENT MARKINGS IN PUBLIC RIGHTS—OF—WAY AND FOR DRIVEWAYS ARE TO BE —_ 2 &9
WELL UNDER LOCAL CONDITIONS, OTHER SEEDING SCHEDULES MAY BE POSSIBLE. THERMOPLASTIC AND MEET CITY AND/OR NCDOT STANDARDS. E € 3=
4. ALL PARKING STALL MARKINGS AND LANE ARROWS WITHIN THE PARKING AREAS SHALL = ZozZ
BE WHITE. m xo5
MARKED: 5. INSTALL REFLECTORS PER CITY AND NCDOT STANDARDS. TRAFFIC ENGINEERING MUST - M
g%:?w?ﬂga E&Wiﬁé %IE QUIRED APPROVE OF PAVEMENT MARKING LAYOUT PRIOR TO ACTUAL STRIPING. O D binz
6. ALL TRAFFIC CONTROL SIGNS AND MARKINGS OFF THE RIGHT~OF-WAY ARE TO BE N =
TOP OF COVER e L F (N MAINTAINED BY THE PROPERTY OWNER IN ACCORDANCE WITH MUTCD STANDARDS. 2| O o =F
OER'IEEb?TATTONOR PIPE 7. TRAFFIC CONTROL DEVICES (INCLUDING SIGNS AND PAVEMENT MARKINGS) IN AREAS OPEN 2 "
TO PUBLIC TRAFFIC ARE TO MEET MUTCD (MANUAL ON UNIFORM TRAFFIC CONTROL DEVICES)
STANDARDS. | 0
S'AJE SST&% BE THE RESPONSIBILITY OF THE SUBDIVIDER TO ERECT OFFICIAL STREET 0
- N AT ALL INTERSECTIONS ASSOCIATED WITH THE SUBDVISION IN ACCORDANCE
sce o o e[| ity stroets 5 5326 per TR T BICAL STADAROS A0 SEECICATONS, AL T SUBDER MY
i i Al EET NAM 0 CONTRACT WITH
V_ _\] ORIENTATION ﬂﬂﬂﬂ City streets, a $325 permit THE CITY TO INSTALL THE STREET SIGNS AND THE SUBDIVIDER SHALL PAY THE COST OF
en CASTING NOTE: 2' 2° (MIN) shall be required from the . SUCH INSTALLATION. CONTACT TRAFFIC ENGINEERING AT 341—7888 TO DISCUSS
A A Uﬂ[[u SRoP NLET FRAME & City prior to occupancy INSTALLATION OF TRAFFIC AND STREET NAME SIGNS. POSTED STREET NAMES MUST BE
. APPROVED PRIOR TO INSTALLATION OF STREET NAME SIGNS.
PLAN GRATE SHALL BE HEAVY and/or project acceptance.
Ea— e CONC. COLLAR DUTY H—-20 LOAD RATED. 9. CONTACT TRAFFIC ENGINEERING AT 341-7888 FORTY—EIGHT HOURS PRIOR TO ANY
/7 \ COORDINATE TOP WITH EXCAVATION IN THE RIGHT-—-OF —WAY.
RS AS GRALED g) ( CASTING NOTE: USE BOX SIZE & GRADES. 10.NA UTILITY CUT PERMIT IS REQUIRED FOR EACH OPEN CUT OF A CITY STREET. .
4 ‘ - . A
b any oF wiumern PLAN B0TION 0F COVER \_” STADARD 2 DI mAY 2558 FO MO, SEINLS: I GERTAN RS2 AN ENTIE RESUREACING oF
”?g&‘%"%%‘.ﬁ"’:%, DgTﬁ_':oa 235?3}%1_"53”501\"[‘? P 2' ( ;TON 11. ANY BROKEN OR MISSING SIDEWALK PANELS, DRIVEWAY PANELS, AND CURBING WILL 13081
Ll RATED CONCRETE COLLAR ASPHALT PAVEMENT , BE REPLACED. s
= NOTE: NON TRAFFIC AREA LT - NORTH CAROLINA BES. JST
= 5/4* CEMENT PLASTER : 12. CONTACT KAREN DIXON AT 341-7888 TO DISCUSS STREET LIGHTING OFTIONS.
&5 RING & COVER CONTACT SURFACES SHALL e ELEV. VARIES Public Services e Engineering Division CKD. JPN
& N BE MACHINED TQ INSURE EVEN BEARING ] PLAN o 13. PROJECT SHALL COMPLY WITH CFPUA CROSS CONNECTION CONTROL REQUIREMENTS.
a MAX. CORBEL 1* PER OF COVER AND RING MINIMUM  WEIGHTS: _ ELEV. VARIES = APPROVED STORMWATER MANAGEMENT PLAN WATER METER(S) CANNOT BE RELEASED UNTIL ALL REQUIREMENTS ARE MET AND THE DRWN. NKS
~ COURSE 2'eq” RING 261 L8S. T A e — : RICE | STATE HAS GIVEN THEIR FINAL APPROVAL.  CALL 343-3910 FOR INFORMATION.
z TEPS Y11 3/4" : PRECAST OR B/ VARIES y Date: Permit # 14. IF THE CONTRACTOR DESIRES CFPUA WATER FOR CONSTRUCTION HE SHALL APPLY IN DATE 1/22/14
< o Tgr — : - - PRECAST OR BRICK ., CONCRETE MASONRY— 7 A 0 ADVANCE FOR THIS SERVICE AND MUST PROVIDE A REDUCED PRESSURE ZONE (RPZ)
o :51" — 1'-11 1/2 I\RAQ?E%‘!RY. H-20 LOAD —= /’“STEPS 127 0.C. - . 6 / 55” Signed: BACKFLOW PREVENTION DEVICE ON THE DEVELOPER'S SIDE OF THE WATER METER BOX.
] —] — { ‘ g FLOW 8 / > 15. ANY IRRIGATION SYSTEM SUPPLIED BY CFPUA WATER SHALL COMPLY WITH CFPUA CROSS
7 —] — o AL sl ’1 L L L Ll L Ll z e CONNECTION CONTROL REGULATIONS. CALL 332-8558 FOR INFORMATION.
1] 7.5” o 4°-0* — % 11 > :
i _— - 5" » : o : 16, ANY BACKFLOW PREVENTION DEVICES REQUIRED BY CFPUA WILL NEED TO BE ON THE
9 — — ; 2,125 3305" ?’ 7 B4 3000 BS| CO R Approved Construction Plan LIST OF APPROVED DEVICES BY USCFCCCHR OR ASSE.
— — * ,“.‘» '.‘."-: D * [ :
= — — i N - ‘@am*‘: v 8" #57 STON " Name Date 17. WHEN PYC WATER MAINS AND/OR POLYETHYLENE SERVICES ARE PROPOSED, THE PIPES
< — Z : 4125 =8 378" 1251 3000 PSt CONG—nf .2 - t \ T B33 s ARE TO BE MARKED WITH NO. 10 INSULATED SINGLE STRAND COPPER WIRE INSTALLED THE ENTIRE
S — ‘ | ; 1281 J o _ T N ey - SEDIMENT TRAP Planning LENGTH AND SECURED TO ALL VALVES. THIS WIRE IS TO BE ACCESSIBLE AT ALL FIRE HYDRANTS
e V-9 5/8" | - 8" #57 STONE —— BRI ] SECTIoN AND WATER METER BOXES TO AID IN FUTURE LOCATION OF FAGILITIES.
AP EPNE nY 1
i,%{; Tttt — . 58" 1'=10 1/4" 55" \,_SED]MENT TRAP — : Traffic. 18. THE NUMBER AND SPACING OF DRIVEWAYS FOR ALL INTERCONNECTED SITES WILL
L R - e 17w _ SECTION MUST COMPLY WITH CITY OF WILMINGTON STANDARDS c BE DETERMINED BY THE COMBINED FRONTAGE OF THE INTERCONNECTED PROPERTIES.
R S x TSRt = ire -
MUST COMPLY WITH CITY OF WILMINGTON STANDARDS 19. UNDERGROUND FIRE LINE MUST BE PERMITTED AND INSPECTED BY THE WILMINGTON
FA_AR SECTION "A—A” : FIRE DEPARTMENT FROM THE PUBLIC ROW TO THE BUILDING. CONTACT THE WILMINGTON
SECTION “A-A JUNCTION BOX DETAIL BE{OP INLET DETAIL FIRE DEPARTMENT DIVISION OF FIRE AND LIFE SAFETY AT 910-343-0696 FOR
S ADDITIONAL INFORMATION.
20. A LANDSCAPE PLAN INDICATING THE LOCATION OF REQUIRED STREET TREES SHALL
. _ BE SUBMITTED TO THE CITY OF WILMINGTON TRAFFIC ENGINEER DIVISION AND PARKS
STANDARD MANHOLE RING & COVER D : AND RECREATIN DEPARTMENT FOR REVIEW AND APPROVAL PRIOR TO THE RECORDING OF
SD 14-02 o ‘ THE FINAL PLAT, '
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ALUMBUM' POST WITH 3/6° CADMIUM
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SR compacTeD SUBGRADE

NOTES:

1. CONTROL JOINTS SHALL BE EVERY 15 FT.
{MAX.) AND EXPANSION JOINTS SHALL BE
EVERY 50 FT. {MAX).

2. PAVEMENT SECTION MAY VARY DEPENDING
UPCN FIELD CONDITIONS. THE PAVING
CONTRACTOR SHALL COORDINATE WITH
OWNER REPRESENTATIVE AND GEOTECHNICAL
ENGINEER TO DETERMINE ACTUAL PAVEMENT
SECTION.

HEAVY DUTY CONCRETE PAVEMENT SECTION
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COMPACTED SUBGRADE — AN
TYPE ABC STONE SHALL
SPILL OFF EXTEND 6" BEYOND
CURB SECTION ON SITE ~ CURB & GUTTER
NTS

CLASS A CONC—
ASPHALT

} \ 3"R
TN T T

TYPE A STONE

NOTE: CURB TYPE DEPENDS ON GRADES SHOWN
ON GRADING PLAN. GRADES INDICATING
FALL. AWAY FROM CURB SHALL BE SPILL
OFF TYPE CURB. GRADES INDICATING CURB

ACCEPTING FLOW SHALL BE FLOW LINE TYPE.

; /1 1/2"R

. A R .
A LAt . e 4

L

4" TYPE ABC STONE
COMPACTED SUBGRADE—

N

R KK

FLOW LINE TYPE ABC STONE SHALL
CURB SECTIONON SITE  Sura % Souirn ©

NTS

NOTE: CURB TYPE DEPENDS ON GRADES SHOWN
ON GRADING PLAN, GRADES INDICATING
FALL. AWAY FROM CURB SHALL BE SPILL
OFF TYPE CURB. GRADES INDICATING CURB

ACCEPTING FLOW SHALL BE FLOW LINE TYPE.
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7" (MIN.) #4 WASHED
STONE.
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COMPACTED SUBGRADE

1. TRAFFIC RATED PERVIOUS MATERIALS SHALL BE INSTALLED PER

MANUFACTURERS RECOMMENDATIONS,

2. PERVIOUS MATERIALS SECTION MAY VARY DEPENDING UPON
FIELD CONDITIONS. THE CONTRACTOR SHALL CCORDINATE WITH
HOME OWNERS ASSOCIATION ARCHITECTURAL REVIEW BOARD TO
DETERMINE ACTUAL PAVEMENT SECTION.
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SD 15-07

NOT TO SCALE

NOTE:

1. RAMP SHALL HAVE A DETECTABLE WARNING COMPLYING WITH ADA
GUIDELINES:

2, THE DETECTABLE WARNINGS AT CURB RAMPS SHALL BE 24 INCHES
MINIMUM IN THE DIRECTION OF TRAVEL AND EXTEN THE FULL WIDTH OF THE
CURE RAMP OR FLUSH SURFACE.

3. MARKED CROSSINGS THAT ARE RAISED TO THE SAME LEVEL AS THE
ADJOINING SIDEWALK SHALL BE PRECEDED BY A 24 INCH DEEP DETECTABLE
WARNING EXTENDING THE FULL WIDTH OF THE MARKED CROSSING.

4. DETECTABLE WARNINGS SHALL CONSIST OF RAISED TRUNCATED DOMES
WITH A DIAMETER OF NOMINAL 0.9 IN (23 MM), A HEIGHT OF NOMINAL 0.2
IN (5 MM) AND A CENTER-TO~CENTER SPACING OF NOMINAL 2.35 IN (60
MM) AND SHALL CONTRAST VISUALLY WITH ADJOINING SURFACES, EMNHER
LIGHT—-ON-DARK, OR DARK—ON-LIGHT. THE MATERIAL USED TO PROVIDE
CONTRAST SHOULD CONTRAST BY AT LEAST 70% — REFER TO ADA
GUIDELINES FOR DEFINITION OF “CONTRAST",

5. THE MATERIAL USED TO PROVIDE CONTRAST SHALL BE AN INTEGRAL PART
OF THE WALKING SURFACE. DETECTABLE WARNINGS USED ON INTERIOR
SURFACES SHALL DIFFER FROM ADJOINING WALKING SURFACES IN RESILIENCY
OR SOUND—~ON-CANE CONTACT.

CONCRETE WHEELSTOP DETAIL

3/4" REINFORCING BAR ~—
IMBEDDED 18" INTO SUBGRADE.

e

1 PRIVATE DIRIVE
CORED EINE
4 SIDEWALK OR
/&1 DEEP SIDEWALK AREA
EDGE OF PAVEMENT
OR OBSTRUCTION ? SIDEWALK SECTION ?

NEXPANSION JOINT 1/2¢”

\WIVEVAY

TOP OF REINFORCING BAR
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%
7/8" DIA. HOLES 0- o é‘ NEXPANSION JOINT 1/27
0"’6" T .‘-‘@
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2 #4 BARS
CONTINUOUS

PAVEMENT PLAN

4” MIN. COMPACTED STONE
CONCRETE FLUME

GENERAL,_NOTES

-ALL PAVEMENT MARKING SYMBOLS SHALL BE WHITE IN CDLOR
~PAVEMENT MARKING SYMBOLS SHALL NOT BE LOCATED AS TO
ENCROACH INTE INTERSECTION AREAS,

-0ON PORTLAND CEMENT CONCRETE PAVEMENTS, PAVEMENT MARKING

NTS
/ FINISH_PLAZA, GRADE
EXPANSION JOINT p v . bt 1270 MIN, (VARIABLED _
AT 30" INTERVALSCTYP) /) O v i ARI&BL' —— .
J{“Li —( aHTTN B %«&'-@h.?\'ﬁfcf::m::«fi:ﬁ PR BRI 0'-6" e N T S VDTS SRR O |
[ M DSERIaU S E.XPANSIDN e /4 PER 1'-0* isr CONCRETE
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J'_L_;,_JL NOTESS;} R
1 SCORECTYP) Ley E %: %ﬁ@;&ﬁ«;ﬁﬁ%ﬁj&;ﬁ?ﬁcﬁ%”s?ﬁ%%m‘.’xmﬁg‘frﬁ?‘ STANDARD DRIVEWAY DETAIL
PR % THICKEN SIDEWALK 10 6" IN LAST T WHERE IT ABUTS PAVEMENT B T e
WITH NO "CURB. SD 8-0¢2
v 4 5. 1/2" EXPANSION JOINT gﬁ.dé) AND SNAP CAP EXPANSION JOINT
. v COVERS ARE REQUIRED AT 50' MAX. AT SIDEWALK JUNCTIONS, . NOT 7O SCALE
&l Ty AT STRUCTURES, AND AS NOTED ON SITE PLAN. 1/8"R TOOLED
ﬁaﬁ“ v 6. PROVIDE A LAYER OF 154 BLDG. FELT BETWEEN WALK AND ADJACENT /_ JOINT
{ PARALLELING CURB OR STRUCTURE.
: YLy
(’3 _ + ok
ff’ Pt ~Mr 2 xRNSO STANDARD N.C. “STOP’ SIGN
".q. & Ly CURB 30" MAX. SPACING ; JOINT MATERIAL or_g
&Y ke Wk EXPANSION_JOINT (E.J.)
R R R R T 6 ~ 127
O A AP AAIAAAIAS h
- S 2 PIPE\
A\ 7'-0
Ak CONTRACTION JOINT (G..) 4” COVE
STANDARD SIDEWALK DETAIL BLDG.~STRUCTURE -
SD 8-15 o LSS
1 SIDEWALK JOINT DETAILS ! NS
NOT TO SCALE NTS WITHOUT CURB 5 :
OR GUTTER &
3'.....0" "
671 2’_0” 6"
NOTES:
MATCH EXISTIN B
KISTING CUR 1. STREET NAME SIGNS SHALL BE A MINIMUM OF &7
. EXTRUDED ALUMINUM BLADES USING A MINUMUM
[ﬁmﬁ OF 4% C SERIES LETTERING IN REFLECTIVE
T : SILVER & REFLECTIVE GREEN BACKGROUND.
Al _ ] 12r 2, ALL REFLECTIVE SIGNS SHALL BE MADE OF
== | ENGINEERING GRADE OR HIGH INTENSITY GRADE
ali=l1 S REFLECTIVE SHEETING OR APPROVED EGQUIVALENT.
|,ﬁ,u.;53o 23553 PAVEMENT MARKINGS 3. ALL SIGNS PLACED IN RIGHT-OF-WAY WILL BE
||| =ppes qEp20 APPROVED BY TRAFFIC ENGINEERING DIVISION,
= —]| =] ARROW SYMBOLS 4, ALL FOOTINGS TYPICAL FOR ALL SIGNS, WHICH
T T= = =IT= SD 11-03 NEED TO BE ANCHORED IN CONCRETE.

STANDARD SIGN INSTALLATION LOCATION

SD 15=-03

NTS SYMBOLS SHALL NOT BE PLACED ACROSS TRANSVERSE EXPANSION

JOINTS UNLESS APPROVED BY THE ENGINEER.
RANGE REFLECTIORIZED(TYP)

HITE REFLECTORIZEDCTYP>

NOT TO SCALE

For each open utility cut of
City streets, a $325 permit
shall be required from the
City prior to occupancy
and/or project acceptance.

2" SF 9.5 B SURFACE COURSE (NCDOT)
6” TYPE ABC STONE (NLDOT)

Public Services e Engineering Division
APPROVED STORMWATER MANAGEMENT PLAN

Date: Permit #

Signed: _

m‘. ) xe'e
%ﬁﬂ} COMPACTED SUBGRADE

NOTE: PAVEMENT SECTION MAY VARY
DEPENDING UPGON FIELD CONDITIONS.
CONTRACTOR SHALL COORDINATE
w/OWNER & GEOTECHNICAL
ENGINEER TO DETERMINE
ACTUAL PAVEMENT SECTION.
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