4/26/2017 Land Rover-Jaguar Dealership 2015-016

coc 10 yr Storm Pipe Calculations with 50yr check
LOCATION AREA RUNOFF RAIN FLOW PIPE DATA
suB COEFF. | INT. | @=CIA Q HI LOW | ELEV.
FROM TO TOTAL TOTAL o] | (C.F.S. TYPE N LENGTH S% SIZE VEL. AVAIL. INV. INV. HEAD
(Acre) (Acre) (in/hr) REQ'D) (ft) (in) (fps) (cfs) (ft)

Cl#1 EX. Cl#1 0.28 0.83 7.23 1,68 RCP | 0.012 113 0.35% 12 2.1 2.27 3440 | 3401 0.39 -
EX. Cl#1 EX. DI #2 0.30 0.60 0.83 7.23 3.60 RCP | 0012 128 0.38% 18 2.0 7.06 3379 | 3330 | 049 .
EX. DI #2 EX. DI #3 0.28 0.88 0.83 7.23 5.28 RCP | 0.012 120 0.36% 18 30 6.83 3330 | 3287 | 043 8
EX. DI #4 EX. DI #5 0.05 0.83 7.23 0.30 RCP 0.012 50 0.30% 12 0.4 2.12 35.00 34.85 0.15 -
EX. DI #5 DI #1 0.22 0.27 0.83 7.23 1.62 RCP 0.012 220 0.20% 18 0.9 5.16 34.85 34.40 0.45 -

DI #1 Cl#2 0.26 0.53 0.83 7.23 3.18 RCP | 0.012 89 0.62% 18 18 8.97 3440 | 3385 | 055 .

Ccl#2 cI#3 0.11 0.64 0.83 7.23 3.84 RCP | 0.012 150 0.37% 18 2.2 6.91 3385 | 3330 | 055 .

cl#3 EX. DI #3 0.15 0.79 0.83 7.23 474 RCP | 0012 95 0.45% 18 2.7 7.68 3330 | 3287 | 043
EX. DI #3 EX.Cl#2 0.22 1.89 0.83 7.23 11.34 RCP | 0.012 7 5.43% 24 36 57.25 3282 | 3244 | 038 y

50 Year Calculations

LOCATION AREA RUNOFF | RAIN FLOW PIPE DATA
SUB COEFF. INT. Q=CIA Q HI Low ELEV.
FROM TO TOTAL | TOTAL (o4 | (C.F.S. TYPE N LENGTH S% SIZE VEL. AVAIL. INV. INV. HEAD
(Acre) (Acre) (in/hr) REQ'D) (ft) (in) ({fps) (cfs) (ft)

Cl#1 EX. Cl#1 0.28 0.83 8.87 2.06 RCP 0.012 113 0.35% 12 2.6 2.27 34.40 34.01 0.39 -
EX. Cl #1 EX. DI #2 0.30 0.60 0.83 8.87 4.42 RCP | 0.012 128 0.38% 18 2.5 7.06 33.79 33.30 0.49 -
EX. DI #2 EX.DI#3 0.28 0.88 0.83 8.87 6.48 RCP | 0.012 120 0.36% 18 3.7 6.83 33.30 32.87 0.43
EX. DI #4 EX. DI #5 0.05 0.83 8.87 0.37 RCP | 0.012 50 0.30% 12 0.5 2.12 35.00 34.85 0.15 -
EX. DI #5 DI #1 0.22 0.27 0.83 8.87 1.99 RCP 0.012 220 0.20% 18 1.1 5.16 34.85 34.40 0.45 -

Dl #1 Cl#2 0.26 0.53 0.83 8.87 3.90 RCP | 0.012 89 0.62% 18 2.2 8.97 34.40 33.85 0.55 -

Cl #2 CI#3 0.11 0.64 0.83 8.87 4.71 RCP 0.012 150 0.37% 18 2.7 6.91 33.85 33.30 0.55

Cl#3 EX. DI#3 0.15 0.79 0.83 8.87 5.82 RCP 0.012 95 0.45% 18 3.3 7.68 33.30 32.87 0.43 -
EX. DI #3 EX. Cl#2 0.22 1.89 0.83 8.87 13.91 RCP | 0.012 7 5.43% 24 4.4 57.25 32.82 32.44 0.38 -
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ROOF DRAIN CONNECTION
SEE PM&E PLANS FOR SPECS

DRAINAGE AREA EXHIBIT MAP
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